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Sub 5
57D4526
Figure 20:  Internal Schematic of the Double Trip  Circuit Closing Relay with Indicating Instantaneous Trip Unit.
Sub 3
184A061
Figure 21:  Internal Schematic of the Double Trip  Circuit Closing Relay with Indicating Instantaneous Trip Unit to Separate 
Terminals.
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